Abstract: A hybrid alternate current/direct current (AC/DC) microgrid consists of an AC subgrid and a DC subgrid, and the subgrids are connected through the interlink bidirectional AC/DC converter. In the stand-alone operation mode, it is desirable that the interlink bidirectional AC/DC converter manages proportional power sharing between the subgrids by transferring power from the under-loaded subgrid to the over-loaded one. In terms of system security, the interlink bidirectional AC/DC converter takes an important role, so proper control strategies need to be established. In addition, it is assumed that a battery energy storage system is installed in one subgrid, and the coordinated control of interlink bidirectional AC/DC converter and battery energy storage system converter is required so that the power sharing scheme between subgrids becomes more efficient. For the purpose of designing a tracking controller for the power sharing by interlink bidirectional AC/DC converter in a hybrid AC/DC microgrid, a droop control method generates a power reference for interlink bidirectional AC/DC converter based on the deviation of the system frequency and voltages first and then interlink bidirectional AC/DC converter needs to transfer the power reference to the over-loaded subgrid. For efficiency of this power transferring, a linear quadratic regulator with exponential weighting for the current regulation of interlink bidirectional AC/DC converter is designed in such a way that the resulting microgrid can operate robustly against various uncertainties and the power sharing is carried out quickly. Simulation results show that the proposed interlink bidirectional AC/DC converter control strategy provides robust and efficient power sharing scheme between the subgrids without deteriorating the secure system operation.
Introduction
Microgrids comprise low voltage distribution systems with distributed energy resources (microturbines, fuel cells, photovoltaic system, etc.) together with storage devices (flywheels, energy capacitors and batteries) and flexible loads [1] . Microgrids can be operated in grid-connected mode and stand-alone mode, and depending on the mode, the target of control and operation will change. Efficient managing and coordinating the operation of the available resources in microgrids can provide several benefits from the viewpoint of economy and system performance. For instance, in [2] a decentralized energy management system is designed for autonomous polygeneration microgrids using the intelligent multi-agent systems, and in [3] an integrated framework of agent-based modelling and robust optimization is proposed, where both energy management systems show improvements in financial and operational terms.
A new form of microgrid was proposed which is known as hybrid AC/DC microgrids integrating various AC/DC loads, distributed energy resources (DERs), and energy storages in one system [4] .
In order to take these situations into account in a controller design for IC, a linear quadratic regulator (LQR) with exponential weighting is employed. Based on the deviation of frequency in AC subgrid and that of voltage in DC subgrid, a droop control method produces a power reference which has to be transferred by IC. Then, using the power reference, a LQR is designed for offset-free tracking of IC. In the middle of designing the LQR, exponential weighting is used for the sake of robust performance and fast response of IC. In [21] , LQR technique is proposed for the current control of grid-connected inverter by considering its advantages, such as good transient response and excellent stability margins. Other applications of LQR for converter control are on three-phase power converters Space Vector Pulse Width Modulation (SVPWM) [22] , multi-loop linear control strategy for UPS inverter [23] , and a three-phase three-switch three-level AC/DC converter [24] .
For demonstrating the performance of the proposed control, simulation study is done for several typical operating conditions. The simulation results show that: (1) power is transferred between subgrids rapidly thanks to the fast response of IC; (2) the hybrid microgrid operates robustly against various operation conditions due to robust tracking performance of IC; and (3) it is easy to adjust LQR parameters to enhance performance of IC. Note that the fair comparison, the proposed scheme is compared with well-tuned conventional PI controller.
Hybrid AC/DC Microgrid Operation
A simple model of a hybrid AC/DC microgrid is illustrated as in Figure 1 . Power sources in the AC subgrid are from a 100-kVA diesel generator set and a 20-kW wind turbine. Meanwhile, in the DC subgrid a 25-kW photovoltaic (PV) array is connected through a DC/DC boost converter. A Battery Energy Storage Systems (BESS) with rating 30 kW is connected to the DC bus through a bidirectional DC/DC buck-boost converter. The rated voltages for AC and DC buses are 220 V (line to neutral) and 600 V, respectively. A 10 kVAR capacitor bank is installed in the AC subgrid to support reactive power regulation. The AC and DC microgrid are connected through an interlink bidirectional AC/DC converter (IC) with a R-L filter. has to be transferred by IC. Then, using the power reference, a LQR is designed for offset-free tracking of IC. In the middle of designing the LQR, exponential weighting is used for the sake of robust performance and fast response of IC. In [21] , LQR technique is proposed for the current control of grid-connected inverter by considering its advantages, such as good transient response and excellent stability margins. Other applications of LQR for converter control are on three-phase power converters Space Vector Pulse Width Modulation (SVPWM) [22] , multi-loop linear control strategy for UPS inverter [23] , and a three-phase three-switch three-level AC/DC converter [24] . For demonstrating the performance of the proposed control, simulation study is done for several typical operating conditions. The simulation results show that: (1) power is transferred between subgrids rapidly thanks to the fast response of IC; (2) the hybrid microgrid operates robustly against various operation conditions due to robust tracking performance of IC; and (3) it is easy to adjust LQR parameters to enhance performance of IC. Note that the fair comparison, the proposed scheme is compared with well-tuned conventional PI controller.
A simple model of a hybrid AC/DC microgrid is illustrated as in Figure 1 . Power sources in the AC subgrid are from a 100-kVA diesel generator set and a 20-kW wind turbine. Meanwhile, in the DC subgrid a 25-kW photovoltaic (PV) array is connected through a DC/DC boost converter. A Battery Energy Storage Systems (BESS) with rating 30 kW is connected to the DC bus through a bidirectional DC/DC buck-boost converter. The rated voltages for AC and DC buses are 220 V (line to neutral) and 600 V, respectively. A 10 kVAR capacitor bank is installed in the AC subgrid to support reactive power regulation. The AC and DC microgrid are connected through an interlink bidirectional AC/DC converter (IC) with a R-L filter. A utility grid with rated voltage 22.9 kV is connected to the AC bus. In grid-connected mode, the system stability is maintained well as the utility grid could satisfy the demand of the entire system. When the system changes to stand-alone mode, each DERs coordinating with BESS will supply all the load demand. The security of the over-loaded subgrid might be deteriorated, thus the source and BESS converters are expected to manage power sharing within each subgrid in a coordinated control with IC who will manage the power sharing between both subgrids. A utility grid with rated voltage 22.9 kV is connected to the AC bus. In grid-connected mode, the system stability is maintained well as the utility grid could satisfy the demand of the entire system. When the system changes to stand-alone mode, each DERs coordinating with BESS will supply all the load demand. The security of the over-loaded subgrid might be deteriorated, thus the source and BESS converters are expected to manage power sharing within each subgrid in a coordinated control with IC who will manage the power sharing between both subgrids.
Droop Control Strategy for Individual Subgrids

Droop Control of AC Microgrid
In an AC system, power variations affect the changes in frequency and voltage. When frequency deviations occur in the system because of the imbalance of active power, the droop control will restore the system by changing the active power output of the controlled sources, defined by (1) . P ac is the active power generated by the droop control of the corresponding source with droop characteristic R p,ac due to the frequency change, with the measured frequency f ac . Meanwhile, f min,ac is the minimum allowable frequency and P max,ac is the maximum active power of the AC droop control scheme.
Droop control also could be applied to regulate AC system voltage by changing the reactive power output as given in Equation (2) , where Q ac is the reactive power produced by the droop control with droop characteristic R q,ac , while V ac is the measured AC voltage. V min,ac is the minimum allowable voltage and Q max,ac is the maximum reactive power of the AC droop control scheme. In AC subgrid with multiple sources, the droop control will share the total load demand in proportion to each source ratings. Figures 2 and 3 show the frequency-active power (f -P) and voltage-reactive power (V ac -Q) droop characteristic curves.
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Droop Control of AC Microgrid
In an AC system, power variations affect the changes in frequency and voltage. When frequency deviations occur in the system because of the imbalance of active power, the droop control will restore the system by changing the active power output of the controlled sources, defined by (1) . is the active power generated by the droop control of the corresponding source with droop characteristic , due to the frequency change, with the measured frequency . Meanwhile, , is the minimum allowable frequency and , is the maximum active power of the AC droop control scheme.
Droop control also could be applied to regulate AC system voltage by changing the reactive power output as given in Equation (2), where is the reactive power produced by the droop control with droop characteristic , , while is the measured AC voltage.
, is the minimum allowable voltage and , is the maximum reactive power of the AC droop control scheme. In AC subgrid with multiple sources, the droop control will share the total load demand in proportion to each source ratings. Figures 2 and 3 show the frequency-active power (f-P) and voltagereactive power (Vac-Q) droop characteristic curves. 
Droop Control Strategy for Individual Subgrids
Droop Control of AC Microgrid
Droop Control of the DC Microgrid
In the DC microgrid, variations in active power are related to the change in the voltage. There is no control scheme for reactive power sharing and frequency. The droop control scheme for voltage regulation is defined by Equation (3) with Figure 4 , where P dc is the active power generated by the droop control with droop characteristic R dc , V dc is the measured DC voltage, V min,dc is the minimum allowable DC voltage and P max,dc is the maximum active power of the DC droop control scheme:
Energies 2017, 10, 1799 5 of 26
In the DC microgrid, variations in active power are related to the change in the voltage. There is no control scheme for reactive power sharing and frequency. The droop control scheme for voltage regulation is defined by Equation (3) with Figure 4 , where is the active power generated by the droop control with droop characteristic , is the measured DC voltage, , is the minimum allowable DC voltage and , is the maximum active power of the DC droop control scheme: 
IC Control Strategy
Droop Control Strategy in Hybrid AC/DC Microgrid
The IC configuration in this paper is assembled by a standard bidirectional AC-DC converter. A capacitor is employed at the common dc link as well as RL filters at the point of common coupling (PCC) to the AC subgrid for filtering purpose. Figure 5 displays the proposed IC configuration. During the stand-alone operation, the hybrid AC/DC microgrid might experience power imbalance in one or both subgrids. As the primary control, the droop control of the sources would share the power in proportion to each rating. If the power imbalance in the corresponding subgrid still happens even though the sources already increase their output power, power sharing between the subgrids needs to be done in order to secure the system operation. Thus, the droop control could 
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Droop Control Strategy in Hybrid AC/DC Microgrid
The IC configuration in this paper is assembled by a standard bidirectional AC-DC converter. A capacitor is employed at the common dc link as well as RL filters at the point of common coupling (PCC) to the AC subgrid for filtering purpose. Figure 5 displays the proposed IC configuration. 
Droop Control of the DC Microgrid
IC Control Strategy
Droop Control Strategy in Hybrid AC/DC Microgrid
The IC configuration in this paper is assembled by a standard bidirectional AC-DC converter. A capacitor is employed at the common dc link as well as RL filters at the point of common coupling (PCC) to the AC subgrid for filtering purpose. Figure 5 displays the proposed IC configuration. During the stand-alone operation, the hybrid AC/DC microgrid might experience power imbalance in one or both subgrids. As the primary control, the droop control of the sources would share the power in proportion to each rating. If the power imbalance in the corresponding subgrid still happens even though the sources already increase their output power, power sharing between the subgrids needs to be done in order to secure the system operation. Thus, the droop control could During the stand-alone operation, the hybrid AC/DC microgrid might experience power imbalance in one or both subgrids. As the primary control, the droop control of the sources would share the power in proportion to each rating. If the power imbalance in the corresponding subgrid still happens even though the sources already increase their output power, power sharing between the subgrids needs to be done in order to secure the system operation. Thus, the droop control could be applied to IC in order to manage the power transfer from subgrid with excessive power to the one with deficit power. In other word, the IC acts as a supplier for one subgrid and as a load for the other.
As mentioned previously, active power sharing associates to the frequency change in AC subgrid, while in DC subgrid it is related to the voltage change. Thus, active power sharing is performed by enforcing the frequency deviation on the AC subgrid ∆ f to be equal to the bus voltage deviation on the DC microgrid ∆V dc [25] . Since both parameters have different units, the measurements need to be normalized in per unit (p.u.) as given in Equations (4) and (5):
where f m , f re f , V dc,m , and V dc,re f are the measured frequency, the reference of frequency, the measured DC voltage, and the reference of DC voltage, respectively, while f max , f min , V dc,max , and V dc,min are the maximum frequency, the minimum frequency, the maximum DC voltage, and the minimum DC voltage for the droop control of IC. The difference of both values in Equations (4) and (5) will be the input of the proportional controller, where the gain parameters are 1/R p1 for the frequency deviation input and 1/R p2 for the DC voltage deviation input. The difference of both control outputs generates the active power reference of IC P IC as described in Equation (6) . For the generated P IC sign, power flow from DC to AC subgrids is assumed as the positive power injection, and the opposite way is the negative power injection, as shown in Figure 6 :
Energies 2017, 10, 1799 6 of 26 be applied to IC in order to manage the power transfer from subgrid with excessive power to the one with deficit power. In other word, the IC acts as a supplier for one subgrid and as a load for the other. As mentioned previously, active power sharing associates to the frequency change in AC subgrid, while in DC subgrid it is related to the voltage change. Thus, active power sharing is performed by enforcing the frequency deviation on the AC subgrid ∆ to be equal to the bus voltage deviation on the DC microgrid ∆ [25] . Since both parameters have different units, the measurements need to be normalized in per unit (p.u.) as given in Equations (4) and (5): are the maximum frequency, the minimum frequency, the maximum DC voltage, and the minimum DC voltage for the droop control of IC.
The difference of both values in Equations (4) and (5) will be the input of the proportional controller, where the gain parameters are 1/ for the frequency deviation input and 1/ for the DC voltage deviation input. The difference of both control outputs generates the active power reference of IC as described in Equation (6) . For the generated sign, power flow from DC to AC subgrids is assumed as the positive power injection, and the opposite way is the negative power injection, as shown in Figure 6 : The droop characteristics of IC droop control in this paper are designed as in Figure 7 . Those values are determined based on the ratings and allowable deviations in each subgrid. Normal operation of system frequency is 58 Hz < < 62 Hz, meanwhile for DC voltage is 550 V < < 650 V. Power injection through IC is limited to 20 kW considering the DC subgrid rating as the lowest rated subgrid, so the transfer power would not overstress the DC subgrid. Another issue needs to be considered is if the transferred power to the AC subgrid as the higher rated subgrid is not sufficient due to the limited power provided by DC subgrid. In such condition, load shedding in AC subgrid needs to be taken in order to maintain the system security. The droop characteristics of IC droop control in this paper are designed as in Figure 7 . Those values are determined based on the ratings and allowable deviations in each subgrid. Normal operation of system frequency is 58 Hz < f < 62 Hz, meanwhile for DC voltage is 550 V < V dc < 650 V. Power injection through IC is limited to 20 kW considering the DC subgrid rating as the lowest rated subgrid, so the transfer power would not overstress the DC subgrid. Another issue needs to be considered is if the transferred power to the AC subgrid as the higher rated subgrid is not sufficient due to the limited power provided by DC subgrid. In such condition, load shedding in AC subgrid needs to be taken in order to maintain the system security. The control strategy to generate reactive power reference is similar to the one in AC microgrid. The reactive power variations affect the change in AC voltage deviation as in equation below:
where , , , , and are reference AC voltage, measured AC voltage, and -droop characteristic.
will become zero if power flows from the AC to the DC subgrid as the DC subgrid does not require reactive power.
During stand-alone mode, the IC control objective depends on the battery operation mode in order to maintain power sharing between the subgrids more efficiently. In this paper, battery is installed in DC subgrid and the battery converter operates based on the voltage of the DC link capacitor. It turns out that DC subgrid is always maintained by the battery as long as the battery state of charge (SOC) meets the required level of the operation mode [26] . In other words, when power imbalance happens in the system, and the battery is able to charge or discharge the power based to the voltage deviation in DC subgrid, the reference of IC power injection is only determined by the deviation in AC subgrid frequency. Meanwhile, if battery is not able to operate because of its SOC level, IC is managed to share the power proportionally between both subgrids by balancing the frequency and DC voltage deviations as described in (6) . Such scheme can be applied by varying the gain parameters of the IC droop control in accordance to the battery operation mode, as described in Equation (8):
(8) Figure 8 shows the selection of the gain parameter of the IC droop controller based on the battery operation. When power imbalance between total sources ∑ , and total loads ∑ , in DC subgrid happened, battery would operate to charge or discharge power depending on the load demand in that subgrid. If net power is more than zero, or there is excessive power in DC subgrid, battery needs to charge the surplus power so the voltage in DC subgrid could be maintained in its allowable operation range. Meanwhile, when is less than zero, or there is deficient power in DC subgrid, battery is required to discharge some amount of power to restore the voltage to its normal operating point. In both conditions, since DC subgrid voltage is maintained by the battery, IC generates the reference of power injection only based on the power imbalance in AC subgrid in order for the efficient control of the hybrid microgrid. Such strategy is performed by setting the gain The control strategy to generate reactive power reference Q IC is similar to the one in AC microgrid. The reactive power variations affect the change in AC voltage deviation as in equation below:
where V ac,re f , V ac,m , and R q are reference AC voltage, measured AC voltage, and V ac -Q droop characteristic. Q IC will become zero if power flows from the AC to the DC subgrid as the DC subgrid does not require reactive power. During stand-alone mode, the IC control objective depends on the battery operation mode in order to maintain power sharing between the subgrids more efficiently. In this paper, battery is installed in DC subgrid and the battery converter operates based on the voltage of the DC link capacitor. It turns out that DC subgrid is always maintained by the battery as long as the battery state of charge (SOC) meets the required level of the operation mode [26] . In other words, when power imbalance happens in the system, and the battery is able to charge or discharge the power based to the voltage deviation in DC subgrid, the reference of IC power injection is only determined by the deviation in AC subgrid frequency. Meanwhile, if battery is not able to operate because of its SOC level, IC is managed to share the power proportionally between both subgrids by balancing the frequency and DC voltage deviations as described in (6) . Such scheme can be applied by varying the gain parameters of the IC droop control in accordance to the battery operation mode, as described in Equation (8):
, when P bat = 0 0, when P bat = 0.
(8) Figure 8 shows the selection of the gain parameter
of the IC droop controller based on the battery operation. When power imbalance between total sources ∑ P s,dc and total loads ∑ P l,dc in DC subgrid happened, battery would operate to charge or discharge power depending on the load demand in that subgrid. If net power P net is more than zero, or there is excessive power in DC subgrid, battery needs to charge the surplus power so the voltage in DC subgrid could be maintained in its allowable operation range. Meanwhile, when P net is less than zero, or there is deficient power in DC subgrid, battery is required to discharge some amount of power to restore the voltage to its normal operating point. In both conditions, since DC subgrid voltage is maintained by the battery, IC generates the reference of power injection only based on the power imbalance in AC subgrid in order for the efficient control of the hybrid microgrid. Such strategy is performed by setting the gain parameter 1 R p2 of the droop control in Equation (6) is set to be
so that the generated reference of IC power injection is based on the power imbalance in both subgrids. It turns out that IC manages the proportional power sharing between both subgrids while battery is not operating due to the limitation of the SOC. Some counter measures need to be done if the power sharing scheme could not restore the frequency and voltage deviation so the system stability and security would not be deteriorated, such as performing the load shedding when the frequency or voltages drop beyond the allowable limits, or turning on the dump load when frequency or voltages are higher than its maximum limit.
Energies 2017, 10, 1799 8 of 26 parameter of the droop control in Equation (6) to zero. Besides, if battery is not able to charge the excessive power in DC subgrid or it could not discharge power when power deficient happened, is set to be ∆ ∆ so that the generated reference of IC power injection is based on the power imbalance in both subgrids. It turns out that IC manages the proportional power sharing between both subgrids while battery is not operating due to the limitation of the SOC. Some counter measures need to be done if the power sharing scheme could not restore the frequency and voltage deviation so the system stability and security would not be deteriorated, such as performing the load shedding when the frequency or voltages drop beyond the allowable limits, or turning on the dump load when frequency or voltages are higher than its maximum limit. In case of the hybrid microgrid is connected to the utility grid, the BESS is only allowed to charge the excessive power as long as the SOC is below its maximum level. BESS is prevented to discharge the power as the utility grid is assumed to be able to support the power deficient in the microgrid in order to operate the system efficiently. In this case, the gain parameter of the IC droop control in (6) is set to be zero, so the IC droop control is performed based on the power imbalance in DC subgrid.
Optimized IC Current Control Using LQR
In this paper, the generated active and reactive powers are passed to the proportional controllers to obtain the reference tracking of current , and , respectively. The measured three phase voltage and current at the PCC of IC to the AC subgrid are transformed into d-q axis by using PLL control. After transforming the voltage and current to d-q form, the error signal of , − and , − are passed to the respective controllers for the current tracking scheme. The converter input voltages and are transformed back to a-b-c form and compared with the switching frequency as the input signal for pulse width modulator. The IC droop control scheme is shown in Figure 9 , while Figure 10 presents the IC current control with PI and LQR controller. In case of the hybrid microgrid is connected to the utility grid, the BESS is only allowed to charge the excessive power as long as the SOC is below its maximum level. BESS is prevented to discharge the power as the utility grid is assumed to be able to support the power deficient in the microgrid in order to operate the system efficiently. In this case, the gain parameter 1 
R p1
of the IC droop control in (6) is set to be zero, so the IC droop control is performed based on the power imbalance in DC subgrid.
Optimized IC Current Control Using LQR
In this paper, the generated active and reactive powers are passed to the proportional controllers to obtain the reference tracking of current I d,re f and I q,re f respectively. The measured three phase voltage and current at the PCC of IC to the AC subgrid are transformed into d-q axis by using PLL control. After transforming the voltage and current to d-q form, the error signal of I d,re f − I d and I q,re f − I q are passed to the respective controllers for the current tracking scheme. The converter input voltages V d and V q are transformed back to a-b-c form and compared with the switching frequency as the input signal for pulse width modulator. The IC droop control scheme is shown in Figure 9 , while Figure 10 presents the IC current control with PI and LQR controller. parameter of the droop control in Equation (6) to zero. Besides, if battery is not able to charge the excessive power in DC subgrid or it could not discharge power when power deficient happened, is set to be ∆ ∆ so that the generated reference of IC power injection is based on the power imbalance in both subgrids. It turns out that IC manages the proportional power sharing between both subgrids while battery is not operating due to the limitation of the SOC. Some counter measures need to be done if the power sharing scheme could not restore the frequency and voltage deviation so the system stability and security would not be deteriorated, such as performing the load shedding when the frequency or voltages drop beyond the allowable limits, or turning on the dump load when frequency or voltages are higher than its maximum limit. In case of the hybrid microgrid is connected to the utility grid, the BESS is only allowed to charge the excessive power as long as the SOC is below its maximum level. BESS is prevented to discharge the power as the utility grid is assumed to be able to support the power deficient in the microgrid in order to operate the system efficiently. In this case, the gain parameter of the IC droop control in (6) is set to be zero, so the IC droop control is performed based on the power imbalance in DC subgrid.
In this paper, the generated active and reactive powers are passed to the proportional controllers to obtain the reference tracking of current , and , respectively. The measured three phase voltage and current at the PCC of IC to the AC subgrid are transformed into d-q axis by using PLL control. After transforming the voltage and current to d-q form, the error signal of , − and , − are passed to the respective controllers for the current tracking scheme. The converter input voltages and are transformed back to a-b-c form and compared with the switching frequency as the input signal for pulse width modulator. The IC droop control scheme is shown in Figure 9 , while Figure 10 presents the IC current control with PI and LQR controller. LQR is designed for the current tracking controller as shown in Figure 10b . In order to design the LQR, a state space model of the voltage source converter (VSC) is considered as given in Figure 11 . According to the Kirchoff Voltage law, the three-phase voltage at the AC side is as follows:
where and are filter resistance and inductance, respectively:
The current equation becomes: LQR is designed for the current tracking controller as shown in Figure 10b . In order to design the LQR, a state space model of the voltage source converter (VSC) is considered as given in Figure 11 . LQR is designed for the current tracking controller as shown in Figure 10b . In order to design the LQR, a state space model of the voltage source converter (VSC) is considered as given in Figure 11 . According to the Kirchoff Voltage law, the three-phase voltage at the AC side is as follows:
The current equation becomes: Figure 11 . VSC type IC model.
According to the Kirchoff Voltage law, the three-phase voltage at the AC side is as follows:
where R f and L f are filter resistance and inductance, respectively:
Energies 2017, 10, 1799
10 of 26
The current equation becomes:
The voltages at the input of the converter are:
The switches operate in continuous conduction mode, where two switches in each leg of the bidirectional AC-DC converter should be operated in a complementary mode to avoid short circuit. The switching states of the bidirectional AC-DC converter is determined by the gating signal p a , p b , or p c as:
(12)
V abc depends on V dc and switch states as follows [27] :
where:
The three phase variables are transformed into d-q frame for control design:
Equation (13) is multiplied by W on both sides and the relation W(t)M = 3W(t) is used:
of 26
By substituting Equation (16) into Equation (17):
From Equations (14)- (17), the three-phase current in Equation (10) is represented in d-q frame:
where (18) and (19), the system can be designed in a state-space model:
.
[y(t)] = 1 0 0 1
When designing a current controller, V dc is assumed to be constant since the inductor current in electrical power converters including AC/DC converters is much faster than the capacitor voltage [28] . Besides, the d-q component of the AC subgrid voltage are considered as measurable parameters since the point of common coupling of the IC to the AC subgrid could be defined certainly, and in this paper E d and E q are given as:
where E ac is the AC subgrid voltage magnitude. Hence, Equation (19) can be rewritten as:
The IC state space model can be reformulated to remove d by solving the following equations:
Note that since d is available, it can be used in the control, which is in sharp contrast to the grid tied inverter in which d is not measurable and servers as harmonic disturbances in general. It turns out that the IC state space model in the rectifier mode can be rewritten as:
In order to eliminate the steady state error, an integral control needs to be used in the control scheme. By adding this controller, the control output is expected to achieve the offset-free tracking.
The auxiliary state x I = x I1 x I2 satisfies:
In this equation, the desired reference r denotes the current reference i d * and i q * , which is generated by IC power reference after the droop control scheme. Thus, the augmented model for the controller design becomes:
While in the inverter mode, the power flows back from DC to AC as follows:
so the IC state space model changes into:
x(t) = Ax(t) + BNu m (t)
The quadratic performance cost function of the LQR is derived by:
where Q is a symmetric positive semi-definite matrix and R is a symmetric positive definite matrix. The minimum cost is obtained by the following feedback control law:
where the gain K LQR is given by:
and P is a positive definite and symmetric matrix, derived by solving the Algebraic Riccati equation (ARE) as follows:
of 26
In order to improve transient and robust performance, the regulator is modified with a prescribed degree of stability-α shift [29] . The dynamic system with this improved controller is defined as: .
x(t) = (A + αI)x(t) + BNû m (t).
(36)
Thus the corresponding LQR gain becomes:
P α represents the solution of the modified ARE depending on α, so Equation (36) becomes:
Note that there are three tuning parameters (α, Q, R) in the proposed controller. α affects on the decaying rate of the responses and robustness of the system, Q determines behavior of the responses, and R does amount of the used control input.
Results and Discussion
Three scenarios are tested to show the performance of the proposed control strategy in critical condition of the system operation as described in Table 1 . Similar simulations were done separately by replacing the LQR by PI controller for the IC current tracking. Both control performances are compared and analyzed based on IC active and reactive powers, AC subgrid frequency, and DC subgrid voltage. After obtaining the gain parameters of the controllers in Matlab, the simulation of the system operation of the hybrid microgrid was done using PSCAD/EMTDC.
For simulation, the following control parameters are used: The resulting LQR feedback gain is given by K LQR α = −33.11 0 0 −33.11
902.12 422.67 −422.67 902.12 which is used for the reference tracking of the IC current. As comparison, PI controller is employed with K p = 10 and K i = 10, 000. In this paper the minimum SOC level is 20%, while the maximum level is 80%. 
Operation Mode Transition from Grid-Connected to Stand-Alone Hybrid Microgrid
In the first scenario, the hybrid microgrid was connected to the utility grid and the system was operated in its maximum loading point, 137 kW, 26 kVAR in AC subgrid and 22 kW in DC subgrid. In order to supply AC load demand, AC subgrid sources, i.e., diesel generator set and wind turbine shared the output power with the utility grid. Diesel generator set provided 91 kW and 28 kVAR, while wind turbine produced 18 kW and consumed 12 kVAR. Utility grid supported power 30 kW and 10 kVAR only to AC subgrid since DC load was already satisfied by the PV system in DC subgrid, around 22 kW. At t = 15 s, system operation changed into stand-alone mode. Power support from utility grid was gone and the sources in hybrid microgrid needed to increase its output power to satisfy the load demand. The droop control of diesel generator increased the output power around 10 kW and 10 kVAR, and the system frequency was still decreasing as there was not enough supply in AC subgrid. At that time, battery SOC was enough to charge or discharge power to DC subgrid. It turns out that the gain parameter of 1 R p,dc was set to zero and IC droop control generated the active power reference based on the frequency deviation in AC system. The decreasing frequency in AC subgrid caused the IC controller drawing active power from DC subgrid to be injected to AC subgrid. Battery converter sensed the voltage in DC subgrid decreasing as IC kept drawing power from DC subgrid. Then battery discharged power up to the maximum power injection of IC, 20 kW, which was in proportion to the voltage decrease in DC subgrid. Meanwhile the reactive power increase in AC subgrid was already fulfilled by diesel generator set so IC did not inject reactive power to AC subgrid. Figures 12-14 show the active power and reactive power flows in both subgrids for the first scenario. Figure 15 shows the comparison of control performance between PI and LQR controllers in view of IC power injection, AC subgrid frequency, and DC subgrid voltage. After the operation mode changed into stand-alone mode, the injection power by IC using LQR with exponential weighting presented better transient response compared to PI. The controller was able to transfer the power rapidly and smoothly from DC subgrid to AC subgrid during the operation mode transition. The frequency response by LQR was stabilized at 58.5 Hz or within the allowable operating range. Because the one with PI controller converges to 57.5 Hz, lower than the minimum operating range, it leads to frequency instability. In this case, then, further remedial actions such as load shedding need to be taken to restore frequency stability. It implies that LQR works well over wider operation conditions robustly. Figure 15 shows the comparison of control performance between PI and LQR controllers in view of IC power injection, AC subgrid frequency, and DC subgrid voltage. After the operation mode changed into stand-alone mode, the injection power by IC using LQR with exponential weighting presented better transient response compared to PI. The controller was able to transfer the power rapidly and smoothly from DC subgrid to AC subgrid during the operation mode transition. The frequency response by LQR was stabilized at 58.5 Hz or within the allowable operating range. Because the one with PI controller converges to 57.5 Hz, lower than the minimum operating range, it leads to frequency instability. In this case, then, further remedial actions such as load shedding need to be taken to restore frequency stability. It implies that LQR works well over wider operation conditions robustly. Figure 15 shows the comparison of control performance between PI and LQR controllers in view of IC power injection, AC subgrid frequency, and DC subgrid voltage. After the operation mode changed into stand-alone mode, the injection power by IC using LQR with exponential weighting presented better transient response compared to PI. The controller was able to transfer the power rapidly and smoothly from DC subgrid to AC subgrid during the operation mode transition. The frequency response by LQR was stabilized at 58.5 Hz or within the allowable operating range. Because the one with PI controller converges to 57.5 Hz, lower than the minimum operating range, it leads to frequency instability. In this case, then, further remedial actions such as load shedding need to be taken to restore frequency stability. It implies that LQR works well over wider operation conditions robustly. In the DC subgrid, the DC voltage response for both controllers was maintained in 595 V due to the coordination control with the battery converter. Figure 15d shows that the DC voltage transient was higher for IC with LQR since during transition from grid-connected to stand-alone hybrid microgrid, the generated power transfer of IC with LQR has higher transient compared to the one with PI controller. Figure 16 shows the comparison of control performance between PI and LQR in view of current tracking, voltage at point of common coupling (PCC) to AC subgrid in d-q axis, and the closed loop output. As shown in Figure 16 (1), current tracking performance of LQR was more stable compared to PI controller. And as can be seen in Figures 15 and 16 , the LQR with exponential weighting had higher transient compared to PI controller during the operation mode transition. However, even though the transient was high, it was more stable compared to the PI controller response. So did the steady state, IC with LQR was more stable compared to the one with PI controller. In the DC subgrid, the DC voltage response for both controllers was maintained in 595 V due to the coordination control with the battery converter. Figure 15d shows that the DC voltage transient was higher for IC with LQR since during transition from grid-connected to stand-alone hybrid microgrid, the generated power transfer of IC with LQR has higher transient compared to the one with PI controller. Figure 16 shows the comparison of control performance between PI and LQR in view of current tracking, voltage at point of common coupling (PCC) to AC subgrid in d-q axis, and the closed loop output. As shown in Figure 16 (1), current tracking performance of LQR was more stable compared to PI controller. And as can be seen in Figures 15 and 16 , the LQR with exponential weighting had higher transient compared to PI controller during the operation mode transition. However, even though the transient was high, it was more stable compared to the PI controller response. So did the steady state, IC with LQR was more stable compared to the one with PI controller. 
AC Load Increase with Battery Support
In the second scenario, the hybrid microgrid was operated in stand-alone mode. At the beginning, system was operated in normal operating point, where AC load was 105 kW and 23 kVAR, while DC load was 22 kW. After 10 s, AC load increased to 130 kW. Battery had enough SOC to charge or discharge power, so the gain parameter 1 R p,dc was set to zero. After transient happened, AC subgrid frequency decreased because the load increased to the maximum loading point. IC sensed the frequency deviation and the droop control generated some amount of power reference to be injected to the AC subgrid. BESS in DC subgrid discharged 20 kW to satisfy the AC load demand, which was transferred through the IC. Reactive power in AC subgrid was supplied by the diesel generator set. Figures 17-19 show the active and reactive power flows in both subgrids for the second scenario.
In the second scenario, the hybrid microgrid was operated in stand-alone mode. At the beginning, system was operated in normal operating point, where AC load was 105 kW and 23 kVAR, while DC load was 22 kW. After 10 s, AC load increased to 130 kW. Battery had enough SOC to charge or discharge power, so the gain parameter , was set to zero. After transient happened, AC subgrid frequency decreased because the load increased to the maximum loading point. IC sensed the frequency deviation and the droop control generated some amount of power reference to be injected to the AC subgrid. BESS in DC subgrid discharged 20 kW to satisfy the AC load demand, which was transferred through the IC. Reactive power in AC subgrid was supplied by the diesel generator set. Figures 17-19 show the active and reactive power flows in both subgrids for the second scenario. 
In the second scenario, the hybrid microgrid was operated in stand-alone mode. At the beginning, system was operated in normal operating point, where AC load was 105 kW and 23 kVAR, while DC load was 22 kW. After 10 s, AC load increased to 130 kW. Battery had enough SOC to charge or discharge power, so the gain parameter , was set to zero. After transient happened, AC subgrid frequency decreased because the load increased to the maximum loading point. IC sensed the frequency deviation and the droop control generated some amount of power reference to be injected to the AC subgrid. BESS in DC subgrid discharged 20 kW to satisfy the AC load demand, which was transferred through the IC. Reactive power in AC subgrid was supplied by the diesel generator set. Figures 17-19 show the active and reactive power flows in both subgrids for the second scenario. Figure 20a,b show the IC active and reactive power injection where the performance of IC with LQR based current control is compared to the one with PI controller. After the AC load increased, the injection power by IC using LQR with exponential weighting was more stable compared to the one with PI controller. Power transfer was done rapidly from DC subgrid to AC subgrid, and frequency response by LQR was stabilized at 58.5 Hz or within the allowable operating range as shown in Figure  20c . Meanwhile, frequency response by PI controller was around 57.5 Hz or below the minimum operating range. As in Figure 20d , DC voltage response was still maintained well, around 595 V, because of the coordinated control with the battery converter. Figure 21 shows the control performance comparison between PI and LQR in view of current tracking, voltage at point of common coupling (PCC) to AC subgrid in d-q axis, and the closed loop output. The current tracking performance of LQR with exponential weighting was better and more stable compared to PI controller. For IC with LQR controller, the transient response when the load increased was different with the previous scenario which the transient was caused by the change of the operation mode. In this scenario, the transient of IC with LQR was lower and more stable compared to the one with LQR in previous scenario as well as the one with PI controller in this scenario. The steady state of LQR was also more stable than PI controller. Figure 20a,b show the IC active and reactive power injection where the performance of IC with LQR based current control is compared to the one with PI controller. After the AC load increased, the injection power by IC using LQR with exponential weighting was more stable compared to the one with PI controller. Power transfer was done rapidly from DC subgrid to AC subgrid, and frequency response by LQR was stabilized at 58.5 Hz or within the allowable operating range as shown in Figure 20c . Meanwhile, frequency response by PI controller was around 57.5 Hz or below the minimum operating range. As in Figure 20d , DC voltage response was still maintained well, around 595 V, because of the coordinated control with the battery converter. Figure 21 shows the control performance comparison between PI and LQR in view of current tracking, voltage at point of common coupling (PCC) to AC subgrid in d-q axis, and the closed loop output. The current tracking performance of LQR with exponential weighting was better and more stable compared to PI controller. For IC with LQR controller, the transient response when the load increased was different with the previous scenario which the transient was caused by the change of the operation mode. In this scenario, the transient of IC with LQR was lower and more stable compared to the one with LQR in previous scenario as well as the one with PI controller in this scenario. The steady state of LQR was also more stable than PI controller. Figure 20a,b show the IC active and reactive power injection where the performance of IC with LQR based current control is compared to the one with PI controller. After the AC load increased, the injection power by IC using LQR with exponential weighting was more stable compared to the one with PI controller. Power transfer was done rapidly from DC subgrid to AC subgrid, and frequency response by LQR was stabilized at 58.5 Hz or within the allowable operating range as shown in Figure  20c . Meanwhile, frequency response by PI controller was around 57.5 Hz or below the minimum operating range. As in Figure 20d , DC voltage response was still maintained well, around 595 V, because of the coordinated control with the battery converter. Figure 21 shows the control performance comparison between PI and LQR in view of current tracking, voltage at point of common coupling (PCC) to AC subgrid in d-q axis, and the closed loop output. The current tracking performance of LQR with exponential weighting was better and more stable compared to PI controller. For IC with LQR controller, the transient response when the load increased was different with the previous scenario which the transient was caused by the change of the operation mode. In this scenario, the transient of IC with LQR was lower and more stable compared to the one with LQR in previous scenario as well as the one with PI controller in this scenario. The steady state of LQR was also more stable than PI controller. Using the same scenario, the IC with LCL filter (L1 = 5 mH, C = 10 µF, L2 = 5 mH) has been simulated without changing the state space model. By deploying the same LQR gains as in the proposed one with L filter, the controller outputs and system responses are almost the same.
DC Load Increase without Battery Support
In the third scenario, hybrid microgrid operation was started as in the second scenario, and the DC load increased around 10 kW at t = 10 s. At that time, battery does not have enough SOC to discharge power to DC load demand. Gain parameter , was set to ∆ ∆ and IC droop control managed proportional power sharing between both subgrids, thus IC only injected 8 kW to DC subgrid or 80% of deficient demand in DC subgrid. IC did not draw 100% power deficient of DC subgrid since AC subgrid did not have enough surplus power to support DC subgrid. By managing proportional power sharing between both subgrids through IC, the security and stability of the whole system operation were maintained well. Figures 22-24 show the active power and reactive power flows in both subgrids for the third scenario. Using the same scenario, the IC with LCL filter (L 1 = 5 mH, C = 10 µF, L 2 = 5 mH) has been simulated without changing the state space model. By deploying the same LQR gains as in the proposed one with L filter, the controller outputs and system responses are almost the same.
In the third scenario, hybrid microgrid operation was started as in the second scenario, and the DC load increased around 10 kW at t = 10 s. At that time, battery does not have enough SOC to discharge power to DC load demand. Gain parameter 1 R p,dc was set to ∆P dc ∆V dc and IC droop control managed proportional power sharing between both subgrids, thus IC only injected 8 kW to DC subgrid or 80% of deficient demand in DC subgrid. IC did not draw 100% power deficient of DC subgrid since AC subgrid did not have enough surplus power to support DC subgrid. By managing proportional power sharing between both subgrids through IC, the security and stability of the whole system operation were maintained well. Figures 22-24 show the active power and reactive power flows in both subgrids for the third scenario. Using the same scenario, the IC with LCL filter (L1 = 5 mH, C = 10 µF, L2 = 5 mH) has been simulated without changing the state space model. By deploying the same LQR gains as in the proposed one with L filter, the controller outputs and system responses are almost the same.
In the third scenario, hybrid microgrid operation was started as in the second scenario, and the DC load increased around 10 kW at t = 10 s. At that time, battery does not have enough SOC to discharge power to DC load demand. Gain parameter , was set to ∆ ∆ and IC droop control managed proportional power sharing between both subgrids, thus IC only injected 8 kW to DC subgrid or 80% of deficient demand in DC subgrid. IC did not draw 100% power deficient of DC subgrid since AC subgrid did not have enough surplus power to support DC subgrid. By managing proportional power sharing between both subgrids through IC, the security and stability of the whole system operation were maintained well. Figures 22-24 show the active power and reactive power flows in both subgrids for the third scenario. Figure 25 shows the IC power injection, AC subgrid frequency, and DC subgrid voltage in the third scenario where the performance of IC with LQR based current control is compared to the one with the PI controller. After the DC load increased, the injection power by both controllers was transferred rapidly from AC subgrid. The control performances of both controllers resulted AC subgrid frequency maintained in 59.4 Hz after some amount of power in AC subgrid was transferred to DC subgrid, as well as DC subgrid voltage was maintained in 560 V. It shows that while system is operated in normal operating point, control performance of both controllers are almost similar.
The control performance comparison between PI and LQR in view of current tracking, voltage at point of common coupling (PCC) to AC subgrid in d-q axis, and the closed loop output are shown in Figure 26 . There is no significant differences among both controllers since the system was operated in normal operating point. The transient responses and the steady states are almost similar as well. Figure 25 shows the IC power injection, AC subgrid frequency, and DC subgrid voltage in the third scenario where the performance of IC with LQR based current control is compared to the one with the PI controller. After the DC load increased, the injection power by both controllers was transferred rapidly from AC subgrid. The control performances of both controllers resulted AC subgrid frequency maintained in 59.4 Hz after some amount of power in AC subgrid was transferred to DC subgrid, as well as DC subgrid voltage was maintained in 560 V. It shows that while system is operated in normal operating point, control performance of both controllers are almost similar.
The control performance comparison between PI and LQR in view of current tracking, voltage at point of common coupling (PCC) to AC subgrid in d-q axis, and the closed loop output are shown in Figure 26 . There is no significant differences among both controllers since the system was operated in normal operating point. The transient responses and the steady states are almost similar as well. From simulation results above, the comparison of control performance between LQR and PI controllers can be summarized as indicated in Table 2 . To implement the control scheme on an IC for hybrid microgrids, a DSP (Digital Signal Processor) or similar platform can be used. Since this platform needs a discrete-time controller, we need to check if the discrete-time version of the proposed controller works or not. To this end, we tested the discrete-time version of the proposed controller with the system in Equation (30) and a zero-holder. We obtained similar results. In view of this, we believe that the proposed controller can be used in real time application as well. From simulation results above, the comparison of control performance between LQR and PI controllers can be summarized as indicated in Table 2 . To implement the control scheme on an IC for hybrid microgrids, a DSP (Digital Signal Processor) or similar platform can be used. Since this platform needs a discrete-time controller, we need to check if the discrete-time version of the proposed controller works or not. To this end, we tested the discrete-time version of the proposed controller with the system in Equation (30) and a zero-holder. We obtained similar results. In view of this, we believe that the proposed controller can be used in real time application as well.
Conclusions
In a hybrid AC/DC microgrid, IC control plays an important role for active power sharing between both subgrids in order to maintain secure system operation. In hybrid microgrid where the BESS is installed in one subgrid, coordinated control of IC and battery converter is required in order to maintain both systems more efficiently. From the simulations above, one can notice that the proposed control strategy is able to maintain the security of hybrid microgrid operation. The IC current control using LQR with exponential weighting shows better performance in sharing power between the subgrids in order to maintain the system security compared to the one with PI controller. By adding the exponential weighting to the LQR gain parameter, the controller works robustly particularly in maximum operating point. The proposed controller leads the power transfer to be carried out more rapidly from the under-loaded subgrid to the over-loaded one. Besides, the power flow is maintained more stably after transient happened. In other words, LQR with exponential weighting provides a robust control solution in various operating conditions of the hybrid AC/DC microgrid. filter inductance p abc gating signal of IC represented in three phase form p dq gating signal of IC represented in d-q axis P ac active power generated by the droop control in AC microgrid P dc active power generated by the droop control in DC microgrid P IC active power reference of IC P l,dc active power of DC load P max,ac maximum active power of the AC droop control scheme P max,dc maximum active power of the DC droop control scheme P net net active power in DC subgrid P s,dc active power of DC source 
